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A1

S10 Blyth Workspace, Commissioners Quay, Quay Road, Blyth NE24 3AG
Phone: +44 (0) 191 406 6209
www.windelenergy.co.uk
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CONSENT IN WRITING OF WINDEL ENERGY.

..\..\..\..\..\..\..\..\Pictures\windelenergy_logo.png

01 17-03-22 WS JK GT

PV LAYOUT SF 9m PITCH 

HIGHWITH SOLAR LIMITED

HIGHER WITHEVEN

AMENDED SITE LAYOUT PLAN

1:7500

04 20

WIN-SOL-04-DR-03-04-01

NOTES:

1. ALL DIMENSIONS TO BE CONFIRMED ON SITE PRIOR TO
INSTALLATION

2. ALL DIMENSIONS ARE INDICATIVE AND IN METERS (M)
UNLESS STATED OTHERWISE

3. GOOGLE EARTH IMAGERY DATE 29-05-20
4. HIGHER WITHEVEN FARM AND CANWORTHY FARM

TERRAINED USING TOPOGRAPHY DONE BY OTHERS

SYSTEM DESCRIPTION

DC Power kWp: 42 452

No. of Modules: 62 430
Module Type: CS 680Wp
Dimensions: 2384x1305x35mm

Substructure Type: 2 Modules in Portrait
Tilt Angle: 20°
Azimuth from South: SOUTH FACING
Pitch Distance: 8.300m

LEGEND

MODULE UNIT

AREA WITHIN LANDHOLDING

SITE BOUNDARY

FENCE

SWITCH GEAR CONTAINER

SPARE PARTS CONTAINER

CCTV CAMERA

132kV/33kV TRANSFORMER AREA, 
INDICATIVE LOCATION OF 
TRANSFORMER SHOWN IN PINK, 
SUBJECT TO DETAILED DESIGN

SUBSTATION

MAINTENANCE TRACK

UNDERGROUND CABLE

PROPOSED NEW HEDGEROW

02 04-04-22 WS JK GT

DEPLOYMENT AREA ADDED

03 27-04-22 WS JK GT

LOCATION OF UNDERGROUND CABLE ADDED

04 04-08-22 WS JK GT

FENCE ADDED AROUND CUSTOMER SUB

05 07-09-22 WS JK GT

CUSTOMER SUB AMMENDED

06 20-10-22 WS JK GT

TRACK TO SUB UPDATED AS PER OPTION PLAN CHANGE
MODULE POWER 670 FROM 660
FIELD 3 FROM WEST UPDATED ALONG WITH FENCELINE

07 09-12-22 WS JK GT

SUB AREA UPDATED, UNDERGROUND CABLE ADDED
SEE SUBSTATION DRAWING DATED 09-12-22

08 14-12-22 WS JK GT

132kV/33kV TRANSFORMER LOCATION SHOWN, SUB 
SUBJECT TO DETAILED DESIGN

09 07-03-23 WS JK GT

WPD UPDATED SUB LAYOUT INLCUDED
SUBJECT TO DETAILED DESIGN

10 29-03-23 WS JK GT

SMALL TIDYING UP OF DRAWING BEEN MADE

11 12-06-23 WS JK GT

ZOOMED DRAWINGS MADE

12 03-10-23 WS JK GT

SUBSTATION AMENDED

13 26-10-23 WS JK GT

SUBSTATION AMENDED

14 26-03-24 WS LS JK

MV STATIONS RELOCATED AND TRACKS AMENDED

15 21-11-24 WS LS JK

HEDGEROWS SHOWN

16 06-06-24 WS LS JK

FIELDS REMOVED, PITCH 8.50m

17 24-06-24 WS LS JK

720W USED AND FENCE AMENDED

18 19-11-24 WS LS JK

HEDGEROW PLANTING SHOWN
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19 19-12-24 WS MS LS

FENCING AMENDED FOLLOWING ADVICE FROM PLANNERS

20 01-09-25 EA AP LS

FENCING AMENDED FOLLOWING ADVICE FROM LANDLORD
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